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STEP 1
Bend J-Hook by 45° making it vertical to the rear 
cover of LED luminaire (Figure 1A).
Bend the top part of J-Hook by 90° (Figure 1B). 
Repeat STEP1 to other J-Hooks.

STEP 5
Close the driver box and screw in (Figure 5)

STEP 4
Connect AC Wires
Input L connects to the black wire of the luminaire,
N connects to the white wire, the ground connects
to the green wire

Connect Dimmer
Compatible with 0-10V dimmer
The driver VIOLET (D+) to the dimmer+,and the
driver PINK(D-)to the dimmer-

Connect the wires with terminal cap as shown
in wiring diagram.(Figure4)
Incoming insulated dimming conductors
shall have voltage rated at least equal to
the branch voltage.

STEP 2
Turn off power, remove the ceiling panel, then place LED luminaire 
into the T-bar, ensure the LED luminaire is attached to the ceiling.
(Figure2)( J-Hook for positioning only)

STEP 3
Open the driver box.( Figure3) 
(trade size of conduit: 22.2mm dia)


